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COMPACTED GRANULAR MATERIAL
MRS 2.5 MIN. 300 COVER

N20 CONCRETE PIPE SUPPORT
N20 RING FOOTING FOR RCP

UNI-FLANGE FOR DISMANTLING

MECHANICAL AND ELECTRICAL
INSTALLATION INCLUDING
EARTHING OF METER TO
MANUFACTURERS REQUIREMENTS

CONNECT TO
EXISTING.
ADD REDUCER OR
CUSTOM TAPER IF
REQUIRED

DICL

AG PIPE & SOCK TO RUBBLE DRAIN
AWAY FROM BASE OF CHAMBERS
MINIMUM FALL 1 IN 40

CHAMBERS 500 ABOVE
GROUND FABRICATED

LIDS NON-TRAFFICABLE

MINIMUM DN50
ELECTRICAL CONDUIT

SERVING FLOW METER
HEAD

CUT CHAMBER TO
SUIT PIPE AS PER

DETAIL BELOW
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NOTES:
1. FIGURED DIMENSIONS TO BE TAKEN IN PREFERENCE TO SCALED DIMENSIONS.
2. VERIFY ALL DIMENSIONS ON THE JOB BEFORE COMMENCING WORK OR PREPARING SHOP DRAWINGS.
3. ALL SHOP DRAWINGS MUST BE APPROVED BY COUNCIL BEFORE COMMENCING WORK.
4. DRAWINGS TO BE READ IN CONJUNCTION WITH RELEVANT SPECIFICATIONS.
5. EXAMPLE LAYOUT ONLY; PROJECT SPECIFIC LAYOUT TO BE SUBMITTED FOR APPROVAL PRIOR TO COMMENCEMENT.
6. VALVE MARGINS AND EXTENSION PIPES TO BE PROVIDED FOR ALL UNDERGROUND SLUICE VALVES.
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REVISIONS DATE

STANDARD
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REV.

DISCLAIMER.
The authors and sponsoring organisations shall have no liability or responsibility to the user or any other person or

entity with respect to any liability, loss or damage caused or alleged to be caused, directly or indirectly, by the
adoption and use of these Standard Drawings including, but nor limited to, any interruption of service, loss of
business or anticipatory profits, of consequential damages resulting from the use of these Standard Drawings.

Persons must not rely on these Standard Drawings as the equivalent of, or a substitute for, project-specific design
and assessment by an appropriately qualified professional.

A3
Capricorn Municipal Development Guidelines

Banana Shire Council (BSC) Maranoa Regional Council (MRC)
Central Highlands Regional Council (CHRC) Rockhampton Regional Council (RRC)
Gladstone Regional Council (GRC) Isaac Regional Council (IRC)
Livingstone Shire Council (LSC)

Incorporating: SEWERAGE PUMP STATIONS
FLOW METER AND PIGGING PITS
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APPLICABILITY TABLE

Council BSC CHRC GRC IRC LSC MRC RRC
Applicable No No Yes No No No No

Applicable DWG


